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OFFICE OF BUILDING COMMISSIONER
3200 WASHINGTON BOULEVARD
BELLWOOD, IL 60104

Robert Soto
Building Commissioner

HEATING CONTRACTORS

- HEATING INSULATION REQUIREMENTS

- THE CHIMNEY MUST BE LINED WITH SUFFICIENT LINING
WHICH IS SPECIFIED BY THE MANUFACTURER OF EQUIPMENT.

- A SMOKE DECTECTOR MUST BE INSTALLED IN THE
IMMEDIATE LOCATION

- A CARBON MONOXIDE DETECTOR MUST BE INSTALLED



